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ADDENDUM 1  

2/20/2026  

 

TO THE REQUEST FOR BID (RFB)  

FOR  

2025-26 SEWER MAIN REHABILITATION PROJECT  

PROJECT NO.  P2025-03   

SPECIFICATIONS NO. S2025-03   

DRAWING NO. D2025-03 

 

A. TO ALL PROSPECTIVE BIDDERS:  

Addendum No. 1 provides for deletions, corrections, clarifications, and additions to the RFB for 

2025-26 Sewer Main Rehabilitation Project; these deletions, corrections, clarifications, and 

additions shall apply in the same manner as if they were originally part of the RFB.  

 

B. RESPONSES TO QUESTIONS:  

1. Is the number of lateral connections available?  

a. No. CCTV must be performed carefully prior to CIPP, in accordance with the 

specifications, to ensure no laterals are missed.  

 

2. Is the CCTV footage of the segments available for viewing?  

a. Yes. For bidding purposes only, the latest CCTV condition of the project pipes 

can be found at:  

https://pioneer.sewerai.com/report?sid=8b242a4a-554b-47df-81d2-

249e43e747a9  

https://pioneer.sewerai.com/report?sid=8b242a4a-554b-47df-81d2-249e43e747a9
https://pioneer.sewerai.com/report?sid=8b242a4a-554b-47df-81d2-249e43e747a9
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To obtain a more detailed view of the conditions, please click on “View on 

Pioneer Web” on the bottom left-hand corner of any page of the inspection 

report linked above. Users who want to access this must create a free account 

with SewerAI, and then e-mail mgountoumas@midwaycitysanitaryca.gov to 

request permission to view the project CCTVs.  

 

3. What is access point VP61001?  

a. Refer to project plans, sheet 21. The access point refers to the Orange County 

Sanitation District’s manhole.  

 

4. Are there any cleanouts associated with this project? If yes, what is the size of the 

clean outs?  

a. Yes. Refer to project plans, sheet 08, access point CO21003. The cleanout has 

an 8” diameter.  

 

5. Do any of the CIPP locations interfere with the District’s upcoming Springdale Street 

and Westminster Boulevard Manhole Installations Project?  

a. No.  

 

6. What is the groundwater table level?  

a. Varies by the season and locations. Refer to the project specifications if 

groundwater is encountered.  

 

7. Is a preliner required if infiltration is encountered?  

a. Refer to the project specifications if infiltration is encountered.  

 

8. Is there a need for housing connection seals?  

a. Refer to the project specification.  

 

9. Does structural liner include both felt and UV?  

a. There is no preference. Refer to the project specification.  

 

10. Is there a preference for steam or UV curing?  

a. There is no preference. Refer to the project specification.  

 

11. What is the timeframe for issuing the notification letter to the public?  

a. A draft of the Notification Letter needs to be submitted for approval at least 1 

week before send out. Notify the residents, businesses, and other related 

agencies within 7 days prior to the commencement of construction work. 

Remind the residents prior to construction to move vehicles. “No Parking” 

mailto:mgountoumas@midwaycitysanitaryca.gov
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signs shall be posted along the project location at least 72 hours before work 

begins.  

 

12. Who will be performing the inspection(s)?  

a. MCSD and/or its representative will do the inspections. The City also will 

perform inspections related to traffic control and/or street improvements.  


